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A B S T R A C T

An unforeseen pandemic is facing the world caused by a corona virus known as SARS-CoV-2. Numerous
measures are being put in place to try and reduce the spread of this deadly disease, with the most effective
response to the outbreak being mass quarantines, a public health technique borrowed from the Middle Ages.
The widely accepted main transmission mechanism is through droplet borne pathways. However, many
researchers and studies are considering that this virus can also spread via the airborne route and remain for
up to three hours in the air. This is leading to questions as to whether enough is being done regarding venti-
lation to reduce the risk of the spread of this or other diseases that may be air borne. Ventilation and air con-
ditioning systems are the main focus when it comes to the transmission of such deadly pathogens and
should be appropriately designed and operated. This paper reviews and critically evaluates the current venti-
lation strategies used in buildings to assess the state of the art and elaborates if there is room for further
development, especially for high occupancy buildings, to reduce or eradicate the risk of pathogen transmis-
sion and adapt ventilation measures to new threats posed by pandemics.

© 2020 The Author(s). Published by Elsevier Ltd. This is an open access article under the CC BY license
(http://creativecommons.org/licenses/by/4.0/)
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1. Introduction

An unprecedented viral disease has brought our globe to a halt,
impacting most of mankind’s activities. At the time of writing, more
than 620,000 people are dead worldwide, the global economy is on
the verge of an unprecedented depression, with the COVID-19 pan-
demic still raging and a second wave predicted as inevitable. COVID-
19 belongs to the group of coronavirus, also known as Severe Acute
Respiratory Syndrome Corona Virus 2 (SARS-CoV-2) [1]. This virus
has already surpassed the number of infections of two other epidem-
ics in this century [2]. Current measures introduced worldwide, and
designed to control the spread of the virus include lockdowns, self-
isolation, social distancing, use of face masks and the recommenda-
tion to wash hands as frequently as possible, [3]. N95 masks have
been recommended by WHO and have been known to help prevent
infected individuals from spreading the virus if not necessarily pre-
venting healthy individuals from contracting it from others [1, 4].

COVID-19 is one of the most contagious viruses that mankind has
experienced, spreading across most of China in only 14 days [2], then
worldwide within a couple of months. The widely accepted mecha-
nism of COVID-19 transmission is by droplet and contact methods as
backed-up by the WHO, but the possible air transmission route has
been broadly documented by new scientific research [5] and the
WHO is not ruling out this possibility. As individuals are infected
with the respiratory disease, the rate of expiratory events increases
which in turn increases the generation and dispersion of droplets
containing the virus. Such expiratory events include not only cough-
ing and sneezing but also talking [6]. Considering how fast this dis-
ease has spread across the world, many researchers [7] state that an
additional mode of transmission, nuclei borne by air droplets, plays
an important role in the spread of this virus.

Flow dynamics of air particles can be complex and include turbulent
jets, droplet evaporation, air-mucous interaction and particle sedimen-
tation amongst others [5]. These flow dynamics and particle interaction
with air is at the core of transmission of the COVID-19 virus. As men-
tioned previously, a variety of physical containment methods have been
introduced, such as wearing the recommended personal protective
equipment (PPE) and improving personal hygiene. However, since the
vast majority of infections occur indoors [8], it has been noted that ven-
tilation strategies can play a vital role in controlling or at least reducing
the risk of respiratory infections [9].

Droplet nuclei are fine air particles that remain airborne for a con-
siderable length of time. Any air particles below 5 mm are classified
as being able to be airborne. SARS-CoV-2 is yet to be officially classi-
fied as an airborne disease by the WHO, however, a weight of
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Nomenclature

Dimensionless numbers
Cd drag coefficient [dimensionless]
2 effectiveness [dimensionless]
Re Reynolds number [dimensionless]

Greek symbols
r density [kg/m3]
m dynamic fluid viscosity [N.s/m2]
u flow velocity [m/s]
v velocity [m/s]
mm micrometre x10�6 [m]

Roman symbols
C concentration [mg/L: x10�6 [kg/m3]]
D diameter [m]
Fd drag force [kg.m/s�2]
G pollution load of chemical [mg/s: x10�9 [kg/s]]
g gravitational acceleration [m/s�2]
ppm parts per million x10�6[ppm]
Q ventilation rate [L/s: x10�3 [m3/s]]
U heat flux [W/m2/K]

Abbreviations
AC air conditioning
ACH air change per hour
AHU air handling unit
ASHRAE American Society of Heating, Refrigerating and Air

Conditioning Engineers
CFD computational fluid dynamics
CIBSE Chartered Institution of Building Services

Engineers
CO2 carbon dioxide
CoV corona virus
COVID corona virus disease
MERS middle east respiratory disease
MVHR mechanical ventilation with heat recovery
PIV positive input ventilation
PPE personal protective equipment
SARS severe acute respiratory disease
WHO World Health Organization
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emerging evidence is being established for aerosol driven infections
[10�13]. The Chartered Institution of Building Services Engineers,
CIBSE, recently provided guidance on using ventilation as a way of
diluting airborne pathogens. It is stated that: “there is good evidence
that demonstrates room occupants are more at risk of catching an ill-
ness in a poorly ventilated room than in a well-ventilated room.”
Besides this, new evidence that has been found shows high rates of
infection in poorly ventilated spaces [14].

Since SARS-CoV-2 has spread around the world at an unprece-
dented pace, infecting millions of people, and further aerosol driven
infections are highly likely to emerge, ventilation plays a key role in
efforts to limit the transmission rate of this and other diseases. This
paper will discuss the factors affecting air particle properties in-terms
of flow dynamics and critically analyse current ventilation strategies
and mechanisms and identify areas for improvement in the search
for the reduction of indoor infections. Thoughtful modifications to
the built environment — to how schools, offices or health-care facili-
ties are designed, operated and maintained — could help curb the
spread of infectious disease, reducing the toll of future outbreaks as
well as the current COVID-19 pandemic.
2. Literature review

This section will review the current state-of-the-art covering
characteristics of respiratory particles, the ability of viruses to spread
as well as the mechanisms for airborne transmission and how current
ventilation strategies can affect the risk of transmission.

2.1. Respiratory particle characteristics and their role in virus
transmission

Respiratory particles are formed during any respiratory activity
such as coughing, sneezing, talking and breathing. Once the particles
are released into the surroundings, the mechanisms in-which they
flow and settle depend on the fluid dynamics of the particles and the
conditions in the vicinity.

Fluid dynamics can characterise the evaporation rate of the par-
ticles which allows the determination of the prevalence of small
droplets and nuclei droplet transport [5].

COVID-19 belongs to the betaCoVs pathogen group and has an
approximate diameter of 60�140 nm. The shape of the virus can be
spherical or ellipsoidal [15]. Particle trajectories depend primarily on
their size and the balance of various forces acting on the particle in
the air. Gravitational and aerodynamic forces are the two primary
forces acting on such particles, where the latter force dictates the
flow behaviour of the particle. Fig. 1 shows the trajectories for par-
ticles of various sizes ranging from 0.01mm to 100mm [8].

Stokes law explains the frictional force relation exerted on spheri-
cal objects with very small Reynolds numbers in viscous fluid. To
help explain the trajectories of air particles, the aerodynamic drag
coefficient (Cd), shown in Eq. (1) of a spherical particle relative to
Reynolds number, shown in Eq. (2), is not constant. Reynolds number
is a ratio between inertial and viscous forces that originate from
interactions between a body and a fluid. The equation for Reynolds
number is shown below.

Cd ¼ Fd=A
1=2ru2A

ð1Þ

where Fd is the aerodynamic drag force, and A is the frontal area.

Re ¼ rvD
m

ð2Þ

Using Reynolds equation, for natural ventilation systems with air
velocity of 0.3m/s and a particle size of 140 nm, the Reynolds number
is calculated at 0.003. This shows that for such air flow environment,
the flow is laminar whereby the viscous forces prevail. Therefore,
drag coefficient for viscous non-separated flow around a sphere can
be defined by Eq. (3). However, this equation implies that drag force
is proportional to the diameter which is not entirely accurate.

Cd ¼ 24
Re

ð3Þ

The resistance coefficient may decrease with increasing diameter,
but the drag force increases linearly with the diameter. However,
since the gravitational force increases with the mass, it increases
with diameter cubed, thus, more rapidly than the drag force as the
diameter increases. Therefore, larger particles have the tendency to
settle [16]. This phenomenon helps to explain why smaller particles
are more likely to be airborne.

The drag coefficient for a sphere as a function of Reynolds number
can be plotted to show the influence of changing flow regime on the
drag coefficient. This is shown in Fig. 2, whereby a sphere exhibits a
reduction in drag coefficient until the flow regime becomes turbulent
causing a sudden dip. Furthermore, when the boundary layer on the
leading surface becomes turbulent, the separation occurs farther round
the sphere and the drag coefficient decreases. A rough surface, such as
on a golf ball, promotes an earlier transition to turbulence. The numbers



Fig. 1. Trajectories of particles with various sizes [8].
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on Fig. 2 refer to various flow regimes and their corresponding changes
in the drag coefficient. Flow regime 2 on the figure refers to Stokes flow
and steady separated flow, whereby the Reynolds number is less than 1
which is typical for fluid velocities are very slow and the viscosities are
very high. Flow regime 3 on the figure refers to separated, unsteady
flow, whereby a laminar flow boundary is formed upstream of the sepa-
ration and producing vortex street. Flow regime 4 refers to separated
unsteady flow with a laminar boundary layer at the upstream side and
chaotic turbulent wake downstream of the sphere. Regime 5 refers to a
turbulent boundary layer [16].

Various parameters affect the transmission of droplet borne infec-
tions, including density, initial velocity and the size distribution of the
droplets that are released during respiratory activities, as well as indoor
air velocity and direction. Many research studies have been carried out
to measure these characteristics [17]. Sneezing is the respiratory activity
that ejects the most droplets, in the range of 104 or more. The droplets
from sneezing have initial velocities in the range of 20m/s. Other respi-
ratory activities release droplets at a significantly lower density and
lower initial velocities. Table 1 shows the droplet densities and veloci-
ties for the common respiratory activities.

The terminal velocity at which any spherical particle settles due to
gravity in a fluid can be explained by Stokes’ law for fine particle size
Fig. 2. A graph of aerodynamic drag coeffi
and Newton’s law for coarse particles. Both equations have been
shown below.

Stokes’ law Eq. (3a)

vT ¼ g rS�rFð Þd2
18m

ð3aÞ

Newton’s law Eq. (4a)

vT ¼
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
4g rS�rFð Þd

3CDrF

s
ð4aÞ

where

g = gravitational acceleration
rS,rF= density of solid and fluid respectively
d = particle diameter
CD= drag coefficient
m = fluid viscosity.

The terminal velocity equations shown above have been used to
generate graphical representations of the expected particle speeds at
various conditions as shown below in Fig. 3.
cient against Reynolds number [16].



Table 1
Respiratory activities with their corresponding number of droplets and asso-
ciated velocities.

Respiratory activity No. of droplets Velocities (m/s) Reference

Sneeze 10,000 20 [18]
Cough 100�1000 10 [7]
Talk 50 < 5 [7]

4 T. Lipinski et al. / International Journal of Thermofluids 7�8 (2020) 100045
Since COVID-19 has an approximate diameter of 60�140 nm [15],
Stokes’ law applies for ventilation in buildings whereby the air flow
exhibits a laminar behaviour. Fig. 3 shows that at very small diameter
particles of less than 0.1mm, the terminal velocity is almost negligi-
ble which further amplifies the fact that if COVID-19 was proven to
be airborne then the virus and its potent materials could be airborne
for long durations especially if enclosed environments are not venti-
lated adequately. A mathematical model by Cummins et al. shows
that particles with a diameter smaller than 70mm (Stoke’s num-
ber� 8.5£ 10�5) are almost unaffected by the gravity and air extrac-
tion is very efficient at removing these fine particles [19]. This is
explained by the major impact of the drag forces on the particle’s
movement for this diameter. The settling velocity calculated by
Stokes’ law (Eq. (3)) is proportional with the diameter squared. Parti-
cle terminal velocities remain elusive due to a vast number of factors,
such as droplet diameter, droplet density, contributing to this phe-
nomenon and primarily due to the difficulty in making measure-
ments of such parameters [18,20,21].
2.2. Viral transmission mechanisms
2.2.1. Mode of transmission
Pathogen transmission can occur through different routes: direct

contact, indirect contact, droplet borne or airborne such as shown in
Fig. 4 [22�24]. The direct contact route covers any contact between a
contagious person and a susceptible person: touching, kissing, sexual
contact, contact with skin lesions or oral secretion. This route is well
documented and outside the scope for this paper. In the indirect con-
tact transmission mode, the contagious person touches or expels con-
taminated droplets containing infectious organisms which settle on
an inanimate object, such as a doorknob or an elevator button, called
“fomite”. The person being infected touches this fomite and then an
area where the pathogen can enter the body such as the eyes, nose,
or mouth [7].

Droplet transmission can occur when infective large droplets
expelled from a contagious person reach an uninfected person. Air-
borne transmission occurs when very small particles (5�10mm in
diameter) or small droplets evaporating to a small enough size [26],
are expelled by coughing, sneezing, speaking, or breathing. These
droplets are small enough to remain airborne for long periods of time
(up to several hours), until they are inhaled by or land on the unin-
fected person. Airborne transmission is not yet widely accepted for
various transmissible respiratory diseases. In the case of SARS-Cov-2,
Fig. 3. Terminal velocity profile against particle
the World Health Organisation only recognises the risk for airborne
transmission under certain medical procedures producing large
amounts of infective respiratory particles [22,23,27�29]. There is
now growing pressure on the WHO from the scientific community to
relax the dogmatic and outdated division between aerosols and small
droplets and acknowledge the mounting evidence for the indoor
spreading of the COVID-19 infection through the air [30]. In the case
of SARS-Cov-1 and MERS-CoV, retrospection on the different out-
breaks and multiple studies make a strong case for the route as an
opportunistic transmission, meaning that the virus will transmit pref-
erably through other routes but can potentially infect by means of
respiratory particles when conditions are met.

Another factor explaining the elusive validation of airborne trans-
mission is the dilution of small particles after they are emitted.
Indeed, people standing farther away from a contagious emitter see
an exponentially decreasing concentration of droplet nuclei. The
potential transmission over larger distances is by nature more diffi-
cult to identify especially in the context of an outbreak or a pandemic
when the sources are multiple. Furthermore, when the transmission
happens close to an identified source, the transmission is indiscern-
ible from that due to droplets or indirect transmission [27,29].
2.2.2. Airborne viruses
In order for viruses to be transmitted through the airborne route,

some conditions must be satisfied: the virus must be able to remain
viable outside of the host, withstand the external conditions and be
transported to a susceptible area of a new host. The effect of evapora-
tion, light, humidity and temperature on the concentration and viral-
ity (capacity to infect and reproduce) of the pathogen needs to be
further researched to make conclusions on the threat level of the air-
borne route [31].

There are already multiple pathogens for which the airborne route
is acknowledged. Such viruses including Adenovirus, Influenza, Mea-
sles, Meningococcal disease, Mumps, Pertussis, Parvovirus B19,
size following Stokes' and Newton's laws.



Fig. 4. Illustration of the different transmission routes of viruses such as SARS-CoV-1, MERS-CoV, and SARS-CoV-2 (dark blue colour). (Figure: courtesy Francesco Franchimon) [25].
(For interpretation of the references to colour in this figure legend, the reader is referred to the web version of this article.)

T. Lipinski et al. / International Journal of Thermofluids 7�8 (2020) 100045 5
Respiratory Syncitial Virus, Rubella, Tuberculosis and Varicella, can
spread by droplet nuclei [32].

Measles and tuberculosis for example are proven to be preferen-
tially airborne transmitted diseases [29]. But the fact that these dis-
eases have been controlled with widely available drugs and vaccines
resulted in a decrease in research effort into airborne transmission
mechanisms. Recent SARS-CoV-1 and MERS-CoV outbreak have given
a new impetus to research on this subject. Indeed, SARS-CoV-1 is
thought to be transmissible by direct, indirect, and droplet contact,
the Amoy Garden case identifies a strong possibility of airborne
transmission. During the outbreak, the virus spread from a faulty
dried-out bathroom drainage system and rose to a extraction fan,
then was carried by the wind into the adjacent building infecting sev-
eral occupants [7,16,25,28,31,33]. Ribonucleic acid, RNA, and even
viable viruses have been detected in aerosols in healthcare facilities
for some respiratory viruses such as seasonal and avian influenzas
virus, MERS-CoV and respiratory syncytial virus [34]. In the case of
MERS-CoV, samples taken in hospitals and isolation wards in South
Korea confirmed the airborne transmission. Some patients of the
same ward were infected, even though they were standing more
than two meters away from the source. Air samples and surrounding
areas, including regularly disinfected accessible and inaccessible sur-
faces, were all contaminated by MERS-CoV [35]. This experimental
data challenges the previously recognised transmission routes,
acknowledging the high possibility of airborne transmission as an
opportunistic route at close range and even long range when the con-
ditions were favourable and concentrations at the source were high.
Fig. 5. Evolution of the concentration of aerosolized viable virus expressed in 50% tis-
sue-culture infectious dose (TCID50) per litre of air. Titration on Vero E6 cells was used
to quantify the samples from three experiment replicates. In blue, SARS-CoV-1 and in
red SARS-CoV-2 Source: The NEW ENGLAND JOURNAL of MEDICINE [27]. (For interpre-
tation of the references to colour in this figure legend, the reader is referred to the web
version of this article.)
2.2.3. Airborne SARS-CoV 1 and 2
SARS-CoV-2 shares the same modes of transmission as the SARS

CoV-1 and, although the viability and virality of an air sample has not
been proven at the time of writing, it cannot be ruled out. The air-
borne route, being opportunistic [25], is by its nature difficult to
interpret. Air samples take time before being tested after which the
concentration might be too low, through dilution, to establish with
confidence the presence of viable virus on droplet nuclei. RNA detec-
tion is also not usually enough to interpret the risk of airborne trans-
mission [34]. A number of studies indicate airborne or droplet borne
transmission [14], and to the authors’ knowledge, there is no study
yet demonstrating the lack of infection in a situation where only air-
borne transmission is permitted (and with particles in high
concentration). This would be the only definitive way to disprove the
mode of transmission [36].

Recent superspreading events also support the argument for air-
borne transmission. During a choir rehearsal in Mount Vernon (Wash-
ington), although precautionary care was taken to suppress direct
contacts and keep distance between the singers, 53 out of the 61 partici-
pants caught the disease [28] and at least two people were reported to
have died [37]. The aerosol stability of SARS-CoV-2 was recently tested
in laboratory conditions. A three-jet Collison nebulizer created contami-
nated aerosols (< 5mm) fed into a Goldberg drum. In this environment,
the SARS-CoV-2 remained viable with a half-life between 1.1 and 1.2 h
(95% credible interval 0.64�2.64 h) as shown in Fig. 5. The researchers
compared the results with SARS-CoV-1 and found similar half-life
results (95% credible interval 0.78�2.43 h). The reduction in infectious
concentration (titre) during the 3-h long tests was from 103.5 to 102.7

TCID50 (Fifty-percent tissue culture infective dose) per litre of air for
SARS-CoV-2. This reduction was similar to that observed with SARS-
CoV-1, from 104.3 to 103.5 TCID50 per Litre of air [27].
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As much as it is difficult to affirm that the experimental conditions
genuinely reflect real world transmission, the results show at least
that the virus can remain viable outside the human body and remain
able to infect other hosts. It also establishes a strong correlation with
SARS-CoV-1 for which many more examples of airborne transmission
have already been documented. If the transmission routes of SARS-
CoV-2 are shared with those of the Coronaviridae family, the oppor-
tunistic airborne route is a serious threat and adequate mitigating
measures must be taken urgently [13,14,23].
2.2.4. Infected particles - generation and interaction with the human
body

In order to better understand how to combat airborne transmission,
one must understand the relation between the particle emission and
deposition mechanisms. Droplets can be generated from different places
in the respiratory tract of the infected person with various resulting
diameters. Once deposited on the uninfected individual they then infect
the conjunctiva or mucous membranes in the upper respiratory tract of
the new host [13,26,38]. Small particles can be generated during speech
in the alveoli of the lungs and vocal cord vibration by a fluid film burst
mechanism [7,39]. It was reported that vocalization emits 10 times more
particles than breathing, and some speech super-emitters can (for rea-
sons unclear yet) expel 10 times more particles than average [6]. This
could be an explanation to the Mount Vernon choir outbreak: the higher
concentration of infected particles added to the need for extra deep
breathing required for singing facilitates airborne transmission. Cough-
ing and sneezing also generate large numbers of particles, the majority
of which are inhalable (< 100mm in size): 78.6�96.0% for coughing and
98.9% for sneezing. Furthermore, between 7.1 and 46.7% of cough
expelled particles and 18.8% of particles produced by sneezing were
under 4mm in diameter [38]. These smaller particles penetrate deeper
and can deposit further in the respiratory tract. Generally, particles above
10mm do not reach the alveoli whereas particles above 20mm deposit
in the upper respiratory tract as shown in Fig. 6 [5,13,26,28,34,38].

Transmission that occurs in the lower respiratory tract, shown in
Fig. 6 due to smaller particles potentially leads to aggravated symp-
toms and a higher mortality rate, whereas deposition in the upper
respiratory track by larger aerosols necessitates a larger number of
viruses for the host to develop symptoms [29]. This is due to the fact
Fig. 6. Particle size relation with genera
that the nasal and tracheobronchial regions have an additional
defence system. The nasal tracts are covered by a mucus layer that
entraps deposited particulates. The continuous movement of cilia
pushes the captive infected particles up to the gastrointestinal track
where they cannot infect the host [5,38]. Research studies have
shown that small particles still present a substantial risk of infection
[26], and it was reported that for some respiratory diseases, a single
virus can cause illness. In the case of SARS-CoV-2, a minimum
required viral load has not yet been confirmed [5,7,29]. Once the
virus finds a susceptible cell, it can infect individuals through binding
its pike proteins to the cell wall then uses the cell to replicate before
bursting it. Thereafter, it releases more viruses that can either con-
taminate other cells, be destroyed by the immune system or be
expelled from the body and potentially transmit to a new host [23].
2.2.5. Contagion
Studies have shown that the ensuing incubation period is on average

5.1 days, but can range from 2 to 10 days [23]. The virus remains detect-
able for a median of 20 days [40,41]. A critical specificity of SARS-CoV-2
is the serial interval (or the time lapse) between an infection of a host
and the transmission to a susceptible uninfected person. An average of
5.8 days, with a 95% credible interval between 4.8 and 6.8 days, and
median of 5.2 days, with credible interval between 4.1 and 6.4 days,
were reported [41]. The small-time delay and possible overlap between
the end of the incubation period and the secondary infection shows that
pre-symptomatic transmission is very likely. It is believed that the infec-
tiousness starts 2.5 days before the first symptoms of the disease and
peaks when the symptoms are starting [5,41]. This would be the major
cause of the rapid spread of the pandemic. The speed of the spread is
represented by the basic reproduction, Ro, number which is the average
number of susceptible persons infected by a single host [24]. For SARS-
CoV-2 Ro is estimated to range between 1.4 and 6.49 (mean, 3.23;
median, 2.79) [23]. Furthermore, the Ro is rapidly evolving and other
studies have found values of Ro between 1 and 4 before intervention to
limit the spread [42]. The basic reproduction number corresponding to
pre-symptomatic transmissions alone is estimated to be 0.9, with 95%
credible interval between 0.2 and 1.1. A Ro value superior to 1 means
the virus will spread exponentially, indicating these transmissions are
almost sufficient to sustain the pandemic [24]. At the beginning of the
tion and deposition locations [29].



Table 2
British standard classification of ventilation systems [44].

Description System type

Fan assisted air volume flow in only one
direction. This system is balanced by air
transfer devices within the building
envelope.

Unidirectional ventilation system

Fan assisted system operates in supply and
exhaust directions.

Bidirectional ventilation system

Natural ventilation relies on natural driving
forces.

Natural ventilation system

Hybrid systems rely on natural and mechani-
cal mechanisms. Any combination of the
ventilation mechanisms can be used
depending on the situation.

Hybrid ventilation system
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Wuhan outbreak, the contribution of pre-symptomatic cases accounted
for 46% of all infections, with 10% for asymptomatic cases, and it is now
widely accepted that seemingly healthy people can spread the virus,
though uncertainty remains over how much they have contributed to
the pandemic. Though estimates vary, models using data from Hong
Kong, Singapore and China suggest that 30�60% of spreading occurs
when people have no symptoms [24,41,43]. As the body starts to build
antibodies against the virus, the concentration begins to decrease, and
the infectiousness of the disease declines significantly after 10 days [24].
When a significant portion of the population stops being susceptible to
the virus, the Ro falls below 1 and the number of new infections drops
below the sustaining rate. This can be achieved through vaccination or
by building immunity after recovering from the disease - thus the state
of herd immunity may be achieved [24]. Although mutation from the
virus and decay of the immune system memory could still pose a chal-
lenge to achieving this goal.
2.2.6. Ventilation as the means of slowing down infection rate
In order to supress or slow the progression of the pandemic,

efforts must be made to reduce Ro. Precautionary measures must
consider the entire population since pre-symptomatic and asymp-
tomatic transmissions are a critical factor in the spread of SARS-CoV-
2. If the virus can spread from seemingly healthy carriers or people
who had not yet developed symptoms, the public-awareness cam-
paigns, airport screening and ‘stay-home-if-you’re sick’ policies
might not stop it. More targeted measures are required including a
considered re-design of Indoor Environments, especially aspects han-
dling the air buildings’ ventilation systems [44]. Both the airborne
and or droplet borne routes cannot be ignored. Pre-symptomatic and
asymptomatic hosts do not cough or sneeze extensively [5,7,40].
When doctors in Wuhan, China, where the new virus first emerged,
studied 138 early cases, they concluded that 41% of patients had
most likely contracted the disease in the hospital [40]. Therefore, the
hypothesis stating that infection through small particles plays a more
important role in the transmission along with the direct and indirect
(fomites) routes can be used. Thus, ventilation plays an important
role in reducing the risk of transmission through dilution and
removal of the infected particles within the indoor environment [25].
Preparedness to fight airborne disease is essential and SARS-CoV-2
offers the chance to research and apply mitigating ventilation solu-
tions which could prove life-saving now and in the future when
another virulent and deadly pandemic arises [29].
3. Current ventilation mechanisms in high occupancy buildings

3.1. Ventilation recommendations and standards

ASHRAE standard 62.1:2019 defines acceptable Indoor Air Quality
as “air in which there are no known contaminants at harmful concen-
trations, as determined by cognizant authorities, and with which a
substantial majority (80% or more) of the people exposed do not
express dissatisfaction” [45].

If airborne infectious particles are to be counted as harmful even
in small concentrations, as explained in the previous section, either
the amount of fresh air supplied to a room needs to be dramatically
increased or the ventilation strategy needs to be reconsidered to pro-
tect the occupants. This paper focuses on high occupancy buildings
such as schools or office spaces where the occupants are static most
of the time. Current standards already have predetermined values to
meet the acceptable indoor air quality. For example, the ASHRAE
standards dictate a minimum ventilation rate of 5 L/s per person or
0.9 L/s.m2 in educational facilities. For office buildings, the minimum
values are 2.5 L/s per person or 0.06 L/s.m2 [45]. Having said that, due
to variability in ventilation methodologies, similar ventilation rates
may translate to significantly different indoor transmission out-
comes. Fresh air can be provided in a number of ways, relying on
many different technologies and having different extraction, dilution
and air distribution effectiveness. The British standards BS EN 16798-
3:2017 defines 4 basic types of ventilation systems (Table 2):

Several factors play a role after a ventilation solution is selected that
affect the final system performance and Indoor Air Quality. The poor ini-
tial design of a selected ventilation solution could be due to various rea-
sons such as error in sizing, reduced performance due to lack of
maintenance, lack of operator knowledge or the intentional reduced
use in order to save energy or reduce noise and all can be detrimental to
the occupants’ health. Several studies have demonstrated that in class-
rooms, the ventilation rates have often failed to reach the minimum
standard required. The peak CO2 concentration, which can be used as
an indicator of the ventilation rate in occupied spaces, often exceeded
the recommended levels. In a study, the reported CO2 measurements in
several thousand classrooms has shown that all classroom averages
exceeded 1000 ppm (0.1%) which is an indicator of a ventilation rate
lower than 7 L/s/person at default occupancy. In many instances, the
average CO2 levels were above 2000 ppm with peak concentrations
between 3000 and 6000ppm [46]. This discrepancy between the build-
ing standards and reality demonstrated the need for a thorough recon-
sideration of ventilation design and ventilation systems specified in
high occupancy buildings well before the impact of coronavirus. In the
light of SARS-CoV-2 pandemic there is an even more desperate need to
address the ventilation design and effectiveness. Improved ventilation
has been noted to deliver a positive health impact with a noticeable
reduction in illnesses and absences. In particular, reduced respiratory
health effects, such as mucosal and allergy symptoms are significantly
reduced with increased ventilation rates [46]. A study based on Califor-
nian schools demonstrated that an increase in the ventilation rate by
1 L/s/person resulted in a 1.6% reduction in illness related absences [47].
Poor ventilation has also been linked to many adverse health effects:
transmission of infectious diseases, acute respiratory symptoms and
impaired cognition performance [48�50].

The European guideline, INDOOR AIR QUALITY & ITS IMPACT ON
MAN report N 11, proposes the following equation to calculate the
required ventilation rate to ensure adequate Indoor Air Quality [51]:

Qh ¼ G
Ci�Co

� 1
2 v

ð5Þ

where

Qh= ventilation rate required for health (l/s)
G= pollution load of chemical (mg/s)
Ci= allowable concentration of chemical (mg/l)
Co= outdoor concentration of chemical at air intake (mg/l)
2 v= ventilation effectiveness.
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It expresses the dilution of the said pollutant as a function of the
ventilation rate effectiveness which can be engineered to suit the
room, occupant type, and the risk at hand. In the case of infected par-
ticles, the recommendations from REHVA, the Federation of European
Heating, Ventilation and Air Conditioning Associations, are to supply
as much outside air as possible. According to REHVA, mechanical ven-
tilation should be activated more often (24/7 when possible with
lower rates during quiet times) and at least to start ventilating before
and after busy hours while the density of occupancy needs to be
decreased when possible This will increase the distance between
people and lower the pollutant emission rate. With or without
mechanical ventilation, window airing should be used to boost the
air exchange rate. Toilet windows on the other hand need to remain
closed and mechanical extraction activated at all times to create neg-
ative pressure and prevent contaminated particles from entering
other parts of the building though doors or by an unforeseen route
through nearby open windows [25].
3.2. Ventilation and COVID-19

Prior to COVID-19, densely packed open-plan offices were already
suspected of making employees sick [52]. Viruses and other pathogens
are not the typical pollutants and even small and temporary exposure
has been proven to lead to infections. Studies of viral infections spread
through indoor spaces document clearly that mechanically induced,
mixing airflow can pose a greater risk of infection spread as it pushes
turbulent air deep into rooms, possibly picking up infected droplets
along the way [53]. Further research by the University of Oregon dem-
onstrated how air conditioning or hybrid ventilation can spread the
pathogens much farther than 6 feet, even when the host is positioned a
long distance from the fan driven system [53,54]. It appears that it is not
just the rate of supply of fresh air that needs to be considered but also
the air flow dynamics and air distribution pathways through occupied
spaces that urgently need review, which include the type of airflow,
velocity, its turbulence and its direction.

Keeping Indoor Environments virus-free plays a key part in reducing
or slowing the transmission of various airborne infections. Since viruses
have an approximate diameter of 150 nm, they can be easily carried by
aerosol droplets in the air and linger afloat for many minutes and
Table 3
Classification of ventilation strategies by airflow dynamics.

Recirculating ventilation (and comfort systems) Split air conditioning systems

Ceiling fans

Hybrid ventilation systems

Mixing ventilation systems Air handling units (AHU)

Mechanical ventilation with heat recove

Positive input ventilation

Displacement ventilation methods and systems Continuous extract ventilation

Natural ventilation measures (Predomin

Natural ventilation systems
sometimes hours. An inappropriate or inadequate ventilation strategy
can dramatically increase the risk of disease transmission.

A research study conducted by a team of scientists at the Defence
Science and Technology Laboratory on the aerosol survival of SARS-
CoV-2 in artificial saliva and tissue culture media and high humidity
found that COVID-19 could be transmitted via airborne droplets in
addition to physical contact with droplets deposited onto surfaces
[55]. The study used the SARS-CoV-2 England variant which was sus-
pended in the air using tissue culture media at medium and high rel-
ative humidity, 40�60% and 68�88%. The outcome of the study has
shown that the virus was still detectable after 90 min.

Taking the above-mentioned publications into account, ventila-
tion and comfort strategies have been categorised by airflow charac-
teristics and their potential impact on pathogen spread through
occupied spaces in the next section.
3.3. Ventilation strategies

Considering the dynamics of droplet and aerosol spread indoors,
various ventilation and air conditioning strategies can be grouped
into three main categories:

� Recirculating ventilation (frequently called mixing or hybrid ven-
tilation) and conditioning systems that either move the indoor
air around (typical split AC or VRF system or even a ceiling fan)
or mix indoor air with outdoor air before pumping it into the
room (such as hybrid or ‘heat recycling’ ventilation systems that
have been lately installed in many schools). This ventilation
method generally produces turbulent air flows with stale air
either partly or fully recirculated back into the affected rooms.

� Mixing ventilation systems that are designed to distribute fresh
air throughout the occupied space ensuring all occupants experi-
ence similar air quality, with air supplied through specific venti-
lation outlets or diffusers. They are predominantly mechanical
systems such as large, centralised Air Handling Units (AHU) or
smaller, localised Mechanical Ventilation systems with Heat
Recovery (MVHR). This ventilation method generally produces
turbulent, mixing air flows within rooms.
Room air is processed by the wall or ceiling mounted fan unit and
recirculated at speed to ensure furthest reach within the space

Room air is recirculated downwards (or upwards) at speed to
ensure wind chill cooling and sufficient spread within the space

Room air is mixed with external air and recirculated into the
space with the help of a fan to ensure farthest distribution and
mixing

Outside air is conditioned and supplied to occupied spaces
through ducts using floor or ceiling diffusers. Stale air is mixed
with fresh and then disposed of through various outlets thanks
to positive pressure from AHUs.

ry (MVHR) Balanced supply and extract systems, mostly localised, that both
supply and extract air from the same space. These systems pro-
vide heat recovery option to reduce ventilation related heat
loss.

Localised fanned systems supplying fresh air (and relying on
façade openings for exhaust using positive pressure). Similar
airflow dynamics to AHUs listed above.

Localised or centralised fan driven systems extracting stale air
(relying on building fabric openings such as windows or louvres
to let fresh air in utilising negative pressure).

antly windows) Building integrated measures designed to displace stale air and
supply fresh air using buoyancy including elements such as
windows, passive stacks or solar chimneys.

Natural Ventilation products or systems utilising buoyancy in
their operation including roof cowls, wall mounted IAQ respon-
sive louvres or IAQ controlled window openers.
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� Displacement ventilation systems that remove contaminated
indoor air and supply fresh outside air in a predominantly even,
buoyancy assisted fashion, effectively displacing it with no or lit-
tle disruption. They are primarily passive systems such as Natural
Ventilation cowls, façade louvres or automatically opening win-
dows. This ventilation method generally produces a laminar air-
flow within rooms (outside of very windy conditions).

Typical ventilation measures are listed and grouped in the table
below, complete with a brief description (Table 3):

4. Ventilation solutions in detail

4.1. Recirculating ventilation strategies

The recirculating approach has been popular choice for new
schools in recent years for both ventilation and comfort provision,
mainly due to its low capital cost and simplicity.

4.1.1. Hybrid ventilation systems
Some recirculating systems are used for ventilation with the recir-

culated stale air mixed with fresh, outside air, in order to increase the
temperature of the air supplied to the classroom, necessary to reduce
discomfort in absence of a heat exchanger. The diagram, shown in
Fig. 7, illustrates the concept of hybrid ventilation:

The mixed, partly recirculated, air is fan driven in such a way as to
reach far into the classroom up to 8m from the system and to supply
enough fresh air, mixed with stale air for comfort, to maintain CO2

levels below an average of 1000 ppm. As this requires fresh air flows
rate in a range of 150 l/s, when combined with stale air it may reach a
volume flow rate of 300 l/s or higher which, considering the small
size of the air diffusers, can generate substantial air velocities in occu-
pied spaces - leading to high air turbulence. According to a recent
study and modelling conducted by the University of Oregon, this
type of airflow has the potential for high spread of coronavirus
infected droplets within densely occupied spaces, even with just one
person exhaling the virus droplets [53,54]. Apart from the recircula-
tion itself, the transmission appears to be facilitated by the type and
velocity of turbulent airflow designed to reach deep into the occupied
space as shown in Fig. 8.

4.1.2. Recirculating comfort systems (Air conditioning)
This covers most of the Air Conditioning systems used commer-

cially with the mode of operation similar to the Hybrid Ventilation
systems mentioned above with the exception of containing no fresh
air in its supply path � all is constantly recirculated. Air is pulled into
the system from the room, conditioned, either cooled or heated, and
then supplied back into the room at high enough velocity to reach to
Fig. 7. NVHR� by Breath
the end of the occupied space. Since the systems are designed to
ensure that conditioned air gets to every area of the room, providing
comfort, the pathogens picked up by the circulating air can travel
much further than 2m [53,54,58]. A typical AC airflow can be illus-
trated by the Computational Fluid Dynamics picture in Fig. 9.

4.1.3. Recirculating ceiling fan
Ceiling Fan is another recirculating comfort system and is

designed to either reduce air stratification in the room, bringing the
warm air down from the ceiling, or to introduce enough air move-
ment to cool the occupants through wind chill effect. Both actions are
designed to improve comfort while displacing the need for more
power-hungry AC or excess space heating. As it can be seen in the
CFD snapshot in Fig. 10, ceiling fans also ensure that air within the
room is fully mixed. As much as there can be various iterations of the
above approach, the unifying factor is that ceiling fans continuously
mix air within spaces where they serve, such as classrooms, lecture
theatres or offices. Consequently, any contaminated droplets and
aerosols sneezed, coughed or exhaled can travel significant distances
within the rooms and reach occupants who are much farther away
from the infected host than 2m [59].

The research carried out by Jaakkola et al. [61] shows the impor-
tance of the introduction of fresh air into any occupied room, with
recirculation of the air posing a significant risk with many of the air
borne diseases not just being carried from person to person by the
airflow but also entering the ventilation system itself, possibly being
trapped in the air filter. However, many of the pathogens may escape
filters causing further infections and droplets can be carried for long
distances across spaces by fan induced turbulent airflow without
having to enter the recirculating system. Since the vast majority of
air conditioners in high occupancy buildings utilise air recirculation,
it raises the question over their safety and indicates the need for fur-
ther research into such comfort, ventilation and indoor air quality
provision so that the occupant safety can be improved, especially in
the light of the COVID-19 pandemic [61].

4.2. Mixing ventilation

4.2.1. Air handling systems (or Air handling units, AHUs)
Air Handling Units are generally located in the basement or lower

floors of a building such as office blocks (US) or on top of the building
(UK). AHUs are tasked to supply hundreds of m3 of air per second
across the whole building and generally dehumidify, heat and cool
the incoming fresh air as required. The air is supplied through floor
or ceiling grills generating positive pressure within the building, it
then moves across the ventilated space mixing with existing, stale air
along the way and is exhausted through various building fabric open-
ings, exhaust ducts or atria created for that purpose as shown in
ing Buildings [56].



Fig. 8. Computer modelling by the University of Oregon showing the potential spread of coronavirus in a restaurant with an air recirculating unit [57].

10 T. Lipinski et al. / International Journal of Thermofluids 7�8 (2020) 100045
Fig. 11. In some cases, buildings can utilise a hybrid solution combin-
ing both natural ventilation principles (even natural free cooling) and
mechanical assistance.

A CFD study of a simplified room, with one simulated occupant,
using a positive pressure mixing ventilation system can be seen in
Fig. 12. However, as the fresh air is supplied, a significant degree of
mixing will occur within the occupied space. The general design of
AHU ductwork, as well as deep floor plan offices exacerbate the fan
induced mixing throughout occupied spaces leading to increased risk
of long-distance droplet movement.
Fig. 9. CFD of a typical split AC in
4.2.2. MVHR (Mechanical ventilation with heat recovery)
These balanced ventilation systems are generally localised and

mounted within the ceiling void of the room or classroom they serve,
extracting air from the occupied space, passing it through the air to
air heat exchanger to recover the heat and warm up the incoming
fresh air, as shown in Fig. 13. As much as both air flows are chan-
nelled through the same box, there is generally no mixing between
the two paths. These systems allow for higher thermal efficiencies
due to heat recovery but with an electrical penalty of two fans run-
ning constantly. A typical classroom MVHR ventilation arrangement
a typical lecture room [59].



Fig. 10. CFD of a typical comfort ceiling fan in an office [60].
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can be seen in Fig. 14 constructed through simulation software,
whereby an air plume generated by supply airflow in façade mounted
MVHR system.

MVHR systems have been documented to deliver adequate Indoor
Air Quality as well as expected comfort levels. Their design is to
deliver fresh, tempered air to every area of the ventilated space, as it
can be seen on a CFD of the façade mounded MVHR below, which, in
case of the risk of infection, appears to have similar airflow flow char-
acteristics as recirculating ventilation modelled by the University of
Oregon. More turbulent air flow at higher velocity is much more
Fig. 11. Typical AHU ventilation arrangement with supply ducts located in ceiling
voids [62].
likely to mix with existing air and carry larger droplets further into
the room, possibly spreading virus contaminated droplets around the
room and leading to a higher risk of infection spread.

As this is specific to air delivery design rather than the system
characteristics, it may be possible to reduce the risk of infection by a
careful redesign of the ductwork, its size as well as inlet and outlet
location and sizing. It may also be theoretically possible to use MVHR
as displacement ventilation in some cases if a complete change of
installation design is possible. As much as this is an important area
for further research, specific ventilation ductwork design or ventila-
tion design guidance are outside the scope of this paper.

4.2.3. Positive input ventilation (PIV)
PIV is very similar in its airflow characteristics to positive pressure

Air Handling Units described beforehand with the main difference
being the local placement of the fan powered unit or system. The unit
supplies the air into an occupied area with enough velocity to evenly
distribute it throughout the space. Due to its design, it has similar air
mixing characteristics as AHUs.

4.2.4. Summary of mixing ventilation systems
Although mechanical ventilation usually comes with better con-

trollability, it can increase both capital and operating costs which are
some of the drawbacks. The need for higher maintenance and the
loss of performance when not effectively managed also need to be
factored in. It was demonstrated that the severity of symptoms asso-
ciated with sick building syndromes can be linked with the cleanness
of the air filters and HVAC system. The occupants’ symptoms were
recorded by questionnaire before and after cleaning a part of the
HVAC system and changing the filters. In the renovated section, the
severity of the symptoms decreased while they remained identical in
the untouched section. When using dirty filters, which is often the
case in many high occupancy buildings equipped with such mechani-
cal ventilation, the emissions from the used filters were found to
increase with the outdoor airflow rate. Increasing the ventilation did
not improved the air quality, while raising the operation costs [66].
The main difference between mixing and displacement ventilation
can be seen in Fig. 15.



Fig. 12. Temperature and velocity distribution under the three mixed-ventilation systems scenario [63].

Fig. 13. Classroom MVHR system by Nuaire [64].
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Fig. 14. Air plume generated by supply airflow in façade mounted MVHR system [65].
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As much as the risk of recirculation is significantly lower or negli-
gible within the ductwork, virus contaminated droplets can still be
carried for long distances across occupied spaces by fan induced tur-
bulent airflow. It may be theoretically possible, however, to design
the air distribution ductwork and room diffusers in such a way as to
reduce in-room mixing and thus the risk of airflow induced infection
spread. Furthermore, there is even a possibility of adapting existing
building services with COVID-19 specific office floor alterations. Fur-
ther research into the possible development of such comfort, ventila-
tion and indoor air quality provision is urgently needed so that
designers, engineers and facilities managers can ensure occupant
safety, especially in the light of the COVID-19 pandemic.

4.3. Displacement ventilation solutions

Displacement ventilation systems can be broadly divided into
mechanical and natural. Mechanical displacement systems can ser-
vice the entire building, often using a simplified version of Air Han-
dling Units with centralised extract systems or with specific rooms,
office floors or classrooms using localised extract systems. Continu-
ous extract ventilation is more frequently used in domestic buildings
and is currently used predominantly in bathroom areas in high occu-
pancy buildings. Natural displacement ventilation approaches can
include whole building integrated systems, room specific systems,
ventilation products, such as passive ventilation cowls or specific
wall integrated louvres. They can also rely on windows, either auto-
mated or manually operated, in which case they may be placed at the
Fig. 15. Mixed vs. displacemen
opposing ends of the room and at different heights with the exhaust
located at a high level close to the ceiling, providing maximum dis-
placement ventilation benefit. Brief examples of each approach are
listed below:

4.3.1. Natural ventilation measures
Conventionally, the most economical way to provide ventilation

was to rely on natural forces acting on air, taking advantage of atmo-
spheric pressure differentials such as wind pressure moving air side-
ways or making use of the buoyancy of warmer air moving upwards.
Fig. 16 shows three different Natural Ventilation examples: (1) the
first illustrates the stack effect. Air enters the building envelop
through interstices or ventilation apertures, the thermal load of the
building (occupants or equipment) warms it, lowering the air density.
The warmer stale air is naturally buoyant and moves upwards to the
ceiling of the room or to the next floor through open staircase or ele-
vator shafts. Exhaust openings at the top of the building release the
stale air back to the atmosphere. (2) Cross ventilation relies on the
pressure difference created by the wind. The windward facade acts as
an obstacle which slows the wind down. On the leeward façade, the
air is accelerated to the ambient wind speed creating a negative pres-
sure. Therefore, fresh air infiltrates through one façade and exfiltrates
through the opposite wall. A natural Ventilation compliant internal
floor plan facilitates the air movement posing as little resistance to
the airflow as possible while the external shape of the building can
be used to maximise the driving pressure difference. (3) The third
example is a solar chimney: Often also used as a staircase, its walls
t ventilation system [63].



Fig. 16. Drawings of different natural ventilation solution: the top left drawing illustrates the stack ventilation principle. The top right drawing is a wind floor with cross ventilation,
the bottom picture and drawing show a solar chimney [67].
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are covered in radiation absorbent glass or other heat inducing façade
material. The sun warms the wall and the air inside, boosting the
stack effect. The warmed stale air floats to the exhaust opening faster
while drawing air from all connected floors, increasing the ventila-
tion rate [67].

Even though Natural Ventilation methods, including operable
windows that are either manual or automatic, are one of the simplest
methods of providing ventilation they frequently suffered the most
from drawbacks such as bad design and implementation. Main design
issues included calculating full window area as an opening, which in
reality is often less than 1/10th of the window, locating windows in
the wrong area or at the wrong height. As much as varied height
cross ventilation can be effective, a row of short windows at mid
height will generate almost no air movement, no solar shading and
window related overheating, cold draughts, noise, incompatibility
with interiors such as blinds or with the user behaviour.

The study by the University of Oregon [54,58] observed that Natu-
ral Ventilation with a plentiful supply of fresh air dilutes and removes
contaminated air much more effectively than fan driven, recirculated
air movement, significantly reducing the risk of infection, as shown
in Fig. 17. However, ventilation design that requires the stale air to
move across the entire floor plan, or through common areas such as
hallways and staircases before being exhausted from the building, is
understandably more likely to spread infection than when the stale
air is exhausted at the source, directly to the outside. Considering the
research conducted so far, if designed and implemented appropri-
ately, natural ventilation measures, or a combination of localised
mechanical exhaust and large cross section natural inlets, can provide
an adequate displacement ventilation solution, significantly reducing
the risk of infection.

A frequently quoted drawback of natural ventilation measures is
the perceived lack of control and dependence on external factors
such as wind speed and air temperature to provide fresh air. More-
over, the need to reduce the internal airflow resistance and maintain
large openings and air pathways in large, building-integrated natural
solutions reduces the possibilities for noise dampening or provision
of adequate temperature management. In noisy, hot or cold environ-
ments, this ventilation strategy is often rejected in favour of mechan-
ical ventilation solutions which are simpler to design and do not
require familiarity with building physics.
4.3.2. Natural ventilation systems
As opposed to building integrated ventilation methods or meas-

ures such as opening windows, the natural ventilation systems are
products that can include roof mounted cowls and/or façade inte-
grated elements. They can be designed or sized specifically for the
application, be it a classroom or a sports hall. The systems rely on
either the roof cowls to both supply fresh and extract stale air or on
façade elements entirely, in which case, they would be placed at the
top and bottom of each space to maximise the stack effect. Some nat-
ural ventilation products can include heat recovery or comfort cool-
ing. Most of these systems can ensure displacement ventilation with
little contaminated air mixing, as long as used with appropriate inter-
nal air dividers, as illustrated in Fig. 18. Various examples are listed
below:



Fig. 17. The simulations showed how fresh air from an open window could carry the virus to a vent, University of Oregon [68].
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Roof mounted natural ventilation systems: these have been available
for many decades and successfully used in schools and other low-
rise high occupancy buildings. Their use has declined in recent
years due to comparatively higher capital costs than simple mix-
ing systems and the lack of a heat recovery function, although
overall energy consumption is reduced due to the lack of fans and
the associated electricity use and heat recovery systems have
recently become available. These systems are available from sev-
eral UK manufacturers.

Roof mounted natural ventilation systems with heat recovery: these are
relatively new additions to the natural ventilation product range,
even though the addition of heat recovery to Natural Ventilation
has been researched considerably with several academic publica-
tions considering heat transfer with heat pipes or thermal wheels
in order to improve natural ventilation whilst saving energy. Their
operation is broadly similar to the standard roof cowl systems in
terms of air movement, and can also include façade integrated
Fig. 18. Monodraught Windcacher X-Air [68].
ventilation for boost, with the addition of heat recovery capability
which reduces ventilation related heat loss, further increasing
energy efficiency. An example of this mechanism is shown in
Fig. 19: Ventive Windhive (Natural Ventilation with Heat Recov-
ery) systems (Fig. 19). Numerous academic papers covered the
use of Natural Ventilation systems, both with and without heat
recovery, and demonstrated that, when appropriately sized and
designed, they work very effectively [69�71].

Façade mounted natural ventilation systems: these could be stand alone
or have additional heating: These are generally automatically actu-
ated façade openings with a room matching grille on the inside and
a weather louvre on the outside, located at both high and low level
in the room. Depending on CO2 concentrations, one or both dampers
would open automatically to provide the required, buoyancy driven
airflow. In some cases, these systems may include a heating coil, to
reduce the cold drafts that could be generated during winter in the
absence of a heat recovery function. If required, they can also include
a bank of acoustic attenuators to reduce external noise transfer to
the indoors as shown in Fig. 20.

Intelligent façade mounted systems with heat pump: latest technology
developments include the addition of a heat pump to façade
mounted Natural Ventilation systems to provide both the heat
recovery feature. This feature is implemented by transferring heat
from the exhaust vent to the supply vent with the help from a low
power compressor as well as heat pump driven summer cooling as
shown in Fig. 21. The general operation is the same as for the twin
façade system noted above � fresh air is supplied at low level with
the exhaust mounted at high level. However, unlike the above, the
incoming air is tempered to improve occupant comfort using the
exhausted air energy � either warmed in winter or cooled in the
summer. The usual electrical consumption of the compressor is, in
part, offset by the reduced electrical consumption due to the absence
of fans. The other potential benefit of the system is that the summer
cooling tends to boost natural ventilation by heating the exhaust air
above the ambient temperature enabling the natural ventilation
equipment to maintain adequate air flows all year round.

4.3.3. Hybrid displacement ventilation (Mechanically assisted)
A school in Grong in Norway implemented hybrid bidirectional

ventilation, shown in Fig. 22, for the provision of the required Indoor
Air Quality based on a balance between supply and exhaust air.



Fig. 19. Ventive Windhive (Natural ventilation with heat recovery) systems.
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Underground ducts connect the basement of the building to the wind
tower. The mechanism in which this ventilation strategy works relies
on air entering the tower further down the school field either natu-
rally or using a fan, depending on the available buoyancy. The air is
then driven under the school through a duct entering the rooms
through the lower level then rising due to buoyancy, leaving the
building through the chimney-like stack. The ventilation rate for
each room is controlled by the degree of opening of the exhaust
damper and the optional extraction fan. This type of system is simple
mechanically, and offers fresh air either naturally, during winter, or
using fans when buoyancy is too weak to drive the airflow, with com-
pressor driven heat recovery that utilises a centralised concept for
ventilation [72].

4.3.4. Mechanical extraction ventilation
A study in a school in New-Zealand highlights the positive effects

of a better ventilation strategy on airborne particles. Two adjacent
classrooms were monitored and compared, one with continuous
mechanical extraction ventilation solutions and the other where the
occupants were relied on to open windows. The levels of inorganic
Fig. 20. Passivent aircool
airborne particles were monitored to show how they were removed
from the breathing space. The first room was equipped with a unidi-
rectional ventilation system consisting of a fan assisted solar roof
prototype with a double-layer roof made of a polycarbonate layer
over a steel corrugated north-facing roof, where outdoor air was
passed between the two layers, while the other classroom had no
specific ventilation system with manually operable windows as the
only means of ventilation. The goal of the study was to assess the air
quality and the effect of ventilation on reducing respiratory and car-
diovascular diseases associated with poor air quality. Air samples
were measured to identify the number of inorganic particles sizing
under 10mm. The exhaled airborne particle concentration and dilu-
tion provided by the ventilation system follow the same trend, since,
at this size, aerodynamic forces prevail over gravitational forces as
explained in Section 2.1. The ventilated system provided 32.3 L/s of
tempered outside air, or approximately 0.6 air change per hour, for a
classroom volume of 200m3. The unidirectional ventilation system
reduced the average CO2 concentrations by 27%, from 1345 ppm to
980 ppm, and average moisture content by 12%, from 9.08 g of water
per kg of dry air to 7.98 g of water per kg of dry air. The actively
and thermal aircool.



Fig. 21. Ventive active (Natural ventilation with heat recovery, heating and cooling).
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ventilated classroom had on average a 66% lower concentration of
airborne particles sizing under 10mm than the unventilated class-
room as shown in Fig. 23 [73].

Displacement ventilation systems, such as natural ventilation, natu-
rally assisted extraction ventilation and continuous mechanical extrac-
tion ventilation, appear to be the most promising ventilation solution in
terms of reducing the spread of viruses and other pathogens indoors
This is mainly due to the lower air flow velocity, non-turbulent air flow
characteristics and a much lower likelihood of air mixing occurring
within the ventilated spaces. This observation is investigated further
using Computational Fluid Dynamics in the next section.
Fig. 22. Photo and schematic of a ventilation m
5. Airflow characteristics in natural displacement ventilation
systems using CFD

Two of the above listed displacement ventilation systems have
been selected for further analysis of room specific airflow dynamics
and its potential impact on exhaled droplet and pathogen distribu-
tion through occupied spaces to assess their impact on the potential
spread of infection: (1) Roof mounted Natural Ventilation with Heat
Recovery and (2) The Façade mounted Naturally Intelligent Ventila-
tion system with heat pump. Due to their similarity to each group of
the Natural Ventilation Systems mentioned above, we consider the
echanism implemented in a school [72].



Fig. 23. Weekday plot of inorganic particles<10mm (PM10). Error bars show the stan-
dard error of the data measured during the 3 weeks test [73].
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results of the CFD modelling to be representative across the roof
mounted and façade Natural Ventilation range.

Both of the selected systems appear thermally and physically well
designed to be able to passively ventilate occupied spaces whilst
recovering heat through either passive or active methods, using wind
speed, wind pressure and air buoyancy to drive the air flow. Under
normal circumstances, a natural ventilation strategy has many bene-
fits over mechanical or fan-powered systems, including lower carbon
emissions, reduced operating costs, and ease of installation. Accord-
ing to the research mentioned above, it also appears to have measur-
able advantages when it comes to reducing the risk of infection
spread indoors � this is further investigated below.

To aid in the assessment of expected airflow and classroom com-
fort levels achieved in-situ for two displacement systems, a Computa-
tional Fluid Dynamics study has been carried out. The CFD study aims
to quantify the steady state performance within a school classroom
for the following two Natural Ventilation systems with Heat recov-
ery: Ventive Windhive and Ventive Active. The overall ventilation
performance will be quantified in terms of the simulated CO2 concen-
tration levels within the classroom alongside more specific modelling
results of the temperature and, most importantly, air velocity and air-
flow characteristics.

5.1. Geometry description

The global setting for the analysis of the two ventilation systems is
that of a fully enclosed classroom, with dimensions
3000 h x 7000d x 8000w (mm), where: h is height, d is depth and w
is width. The classroom is occupied by 30 seated students with corre-
sponding chairs and tables as shown in Fig. 24 for the Ventive Wind-
hive system.

To enable a true representation of the Natural Ventilation system’s
working environment an additional region is included to represent
the outside ambient with dimensions 10,000 h x 10,000 d x 10,000w
(mm). Although the two ventilation systems will be modelled in the
same working environment, the configuration and set-up of each
unit is different, and therefore each will be presented separately for
clarity.

The Windhive system, shown in Fig. 24, is a roof-mounted unit,
with the indoor diffuser located at an arbitrary central location such
that it is not positioned directly above any person.

The Ventive Active system, shown in Fig. 25, has a different buoy-
ancy driving set-up utilising the external wall of the classroom with
the supply unit located no more than 200mm from the floor level
and the extract unit located at the top of the room (preferably 2.4m
from the finished floor level or higher).

5.2. Model description

Following the finalisation of the geometry an idealised room spe-
cific 3D model of each set-up was created using CAD software before
being imported into Star-CCM+ v13.06. To help reduce the computa-
tional expense of the simulations in terms of mesh and physics sev-
eral modelling assumptions were made, these are listed below:

� Simplified geometry for the children and desks to act as the sole
obstacles in the classroom

� U value of 0.5W/m2/K applied to the walls to account for an aver-
age heat flux

� Each child assumed to act as a heat source producing 70W
(equating to a total heat source of 2100W)

� Wind, solar gain and equipment loads including lighting and air-
tightness are ignored

� Grill losses located on the Invent Active and Passive are
accounted for through specification of a porous medium with an
effective opening of 85% and a porous inertial (a) and viscous (b)
resistance of 1.77 and 1.71m/s, respectively

� To achieve a realistic outside ambient a small constant velocity
field ([0.1] m/s) is active across the length of the domain, in order
to account for natural wind and to help initiate a flow solution.
This is adopted also for the additional ambient region within the
Invent Passive simulation to account for the open window.

� Ambient and initial temperature field is equal to 10 °C
� Initial classroom CO2 level is set at 450 ppm whilst the ambient/
environment is equal to 400 ppm

� Each child is presumed to provide a CO2 release rate of 0.035 m3/
h equating to a bulk class CO2 supply of 1.05m3/h
The aim is to complete two independent CFD simulations, one for
each of the Natural Ventilation systems. Each simulation will operate
with a multi-component gas as the working fluid, separated such
that the CO2 and other components of air are modelled indepen-
dently.

The chosen software package for all simulations is that of the
commercial CFD package, Starccm+ V 13.06, supplied by SIEMENS.
This is a well validated CFD code that is widely used throughout both
industry and academia.

5.3. Mesh details

To provide a solution domain suitable for the CFD solver the 3D
model must be discretised into a series of smaller fluid volumes by
successively splitting nominally hexahedral cells until a desired cell
size is achieved. The accuracy of a given simulation is largely con-
trolled by the size and quality of the cells and therefore a number of
refinement regions in areas of interest were created. It should also be
noted that a grid independent solution is achievable, at this point fur-
ther reduction of the cells will only account for a higher computa-
tional cost instead of improved accuracy.

All meshes presented here have been generated using a trimmed
cell mesh with local refinement regions and prism layers to account
for the near wall effects. Each mesh is illustrated below with the total
number of cells for each specified.

The total number of cells used for the Windhive model is 9.5 mil-
lion. An image of the mesh for Windhive is shown in Fig. 26.

The total number of cells used for the Invent Active model is
7.7 million. An image of the mesh for Windhive is shown in Fig. 27.



Fig. 24. Image showing classroom geometry for Ventive Windhive.
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5.4. Simulation results and discussion

Fig. 28 shows the velocity scenes for the two cases for vertical and
horizontal cross-sections. For both systems it can be seen that the
greatest flow speeds are experienced at the inlet and outlet locations,
with both the Ventive Windhive and Ventive Active showing the
greatest velocities regarding the inlet stream. It also provides a top
down projection of a 1m velocity slice, directly in-line with the heads
of the seated students. This image shows more clearly the locations
and magnitude of the incoming air stream of the Windhive. It must
be noted that the Ventive Active’s inlet is below this point.

Table 4 indicates the mass and volume flow rates calculated at the
inlets and outlets of the two respective systems. The greatest flow
rate is provided by the Windhive (150 l/s) even without the wall
purge opening whilst the Active is somewhat lower in the fully pas-
sive operation mode (113 l/s). The stated flow rates relate to values of
4.8 l/s (Ventive Windhive), and 3.6 l/s (Ventive Active) per person
with reference to 30 children and 1 teacher.

An important factor aiding in achieving a desired level of CO2

within a room is the total rate of air change in one hour. Based on a
classroom area of 165m3 the estimated number of air changes per
hour for the two configurations (based on the inlet flow rates pro-
vided in Table 4) are calculated as:

� Windhive = 3.3 air changes per hour
� Ventive Active = 2.5 air changes per hour
Fig. 25. Image showing classroom g
Stagnation regions are possible for such systems according to the
model whereby Fig. 28 shows the velocity profiles. However, people
within such environment tend to stand up and move around slightly
which will induce further air movement within the stagnated air
regions.

The CEN Report CR 1752 Ventilation for buildings states that if
seated occupants are the only source of pollution then the CO2 con-
certation should be below 800 ppm for category A, 1000 ppm for cat-
egory B and 1500 for category C, where the outdoor ambient level is
quoted as 350 ppm. Category A represents a high level of expectation,
recommended for fragile and sensitive persons like young children,
elderly, sick or handicapped persons. Category B is the normal level
of expectation that should be considered for new buildings or reno-
vations. Category C represents moderate level of expectation that
may be used for existing buildings [74].

Expectedly the Windhive configuration provides the most air
changes over a given period due to its higher flow rates, and this cor-
relates to a more favourable mass fraction of CO2, as shown in
Figs. 28 and 29. Although it should be noted that despite having a
lower rate of air change, the Ventive Active reduces the levels of CO2

comparably to the Windhive. Both these systems appear to be able to
maintain the initial CO2 conditions through the regular exchange and
circulation of air throughout the room.

The distinct airflow profiles of both Natural Ventilation systems
shown above are of great interest in relation to spread of coronavirus
and other pathogens indoors. The supplied fresh air is observed to
distribute evenly at low level (well below the breathing, and
eometry for the Invent Active.



Fig. 26. Image showing the mesh for Winhive system.
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especially exhaling, area) at a higher volume but lower velocity than
fan induced ventilation (thus is much less likely to pick up heavier
droplets already dropping to the floor) while the stale air appears to
move steadily upwards before being exhausted out of the building,
with no observed mixing indoors. This, in combination with the low
observed CO2 levels (which are a good proxy for contaminated,
exhaled air) as well as the prior research listed above (where, unlike
mechanical and recirculating ventilation, the cloud of droplets and
particles is not pushed around the room but instead travels in a fairly
direct line from window to the exhaust vent, resulting in fewer peo-
ple being exposed to it), indicates that Natural Ventilation has a
much lower risk of spreading the droplet and aerosol borne infection
indoors than other ventilation methods. This displacement and stack-
ing effect in interesting also since it protects the occupant regardless
of the configuration off the room: For example, younger children
often sit around large table instead of rows. By moving the stale air
upward the concentration at the breathing level is reduced as well as
the infection risk.
Fig. 27. Image showing the mesh
6. Discussion

Airborne disease transmission is highly contagious in enclosed
environments and especially in buildings with inadequate or inap-
propriate ventilation systems. The theory shows that small droplets
of less than 10mm in diameter have the potential to remain in the air
for hours since their terminal velocities would be at 3mm/s, depend-
ing on various characteristics and conditions at the time. With the
unprecedented pandemic of the COVID-19 spreading through the
society at an extremely fast pace, many academics and industry pro-
fessionals are raising the question of whether the current ventilation
strategies are outdated and inadequate for such contagious diseases.
Even though the widely accepted mechanism of SARS-CoV-2 trans-
mission to the date of writing this article has been through droplet
borne pathways, the WHO is accepting the possibility that the deadly
virus could be transmitted through the air. Many research studies
have shown that with appropriate ventilation, the risk of transmis-
sion is greatly reduced, further emphasizing the need for research
for the Invent Active system.



Fig. 28. Velocity profiles for; top) Ventive Active, Bottom) Ventive Windhive. Slices taken along the classroom centreline from a side perspective and at a height of 1m with the
camera angled from above.
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into and adaptation of current ventilation methodologies. Further-
more, an insufficient ventilation rate and inappropriate ventilation
strategy (mixing of in-room or recycled air, poor mechanical ventila-
tion maintenance) have been linked to degraded health outcomes for
the users of high occupancy buildings. This includes facilitated air-
borne transmission of diseases, sick building syndrome, increased
sickness absence and reduced cognition.

This paper has reviewed widely used ventilation strategies
adopted in high occupancy buildings such as schools and offices. The
currently accepted approach to reducing airborne disease transmis-
sion recommended by various industry associations (ASHRAE, CIBSE)
as well as the World Health Organisation is to increase the ventilation
rate using plentiful fresh air to dilute the contaminant to a safe level.
In many schools and other high occupancy buildings, the target venti-
lation rates are rarely met. The benefits of better health and atten-
dance and resultant economic outcomes largely outweighed the
capital investment of installing, renovating, or retrofitting appropri-
ate ventilation solutions, even before the COVID-19 pandemic. As can
be seen above, the most commonly used ventilation approaches are
inadequate when it comes to lowering airborne transmission risks.
Different strategies were reviewed with CFD examples to consider
their impact on the pathogen propagation indoors. It seems beyond
doubt that recirculating ventilation strategies should be avoided as
they limit and prevent the dilution of harmful particles while also
facilitating the distribution of stale, possibly contaminated air
throughout occupied spaces. As the occupancy of the room increases
(expressed in time and number of people), so does the exposure.
Table 4
Mass and volume flow rates calculated at the inlets and outlets of the
respective systems.

Utility Mass flow rate (kg/s) Volume flow rate (l/s)

Ventive Windhive 0.178 150
Ventive Active 0.136 113
Mixing ventilation approaches are also disadvantageous as they may
increase the range of infectious particles within the room and the
range of sizes of particle that can sustainably remain airborne. Dis-
placement ventilation with a generously sized natural inlet is pre-
ferred as it can move stale, contaminated air directly to the exhaust
of the room in a laminar fashion whilst the concentration of small
droplets and airborne particles in the indoor air is significantly
reduced. The mode of ventilation can be achieved by either fully nat-
ural ventilation or natural supply with a mechanical extraction strat-
egy. Natural displacement ventilation offers many other advantages
such as reduced power consumption and low maintenance costs. On
the other hand, some natural ventilation systems may lack controlla-
bility or a heat recovery, both of which can be addressed through
careful system selection (ensuring sensor-based responses as well as
automatic actuators for the supply and exhaust openings) and good
design practice. Mechanical solutions have an energy consumption
penalty due to the use of fans and may require larger capital invest-
ment and maintenance costs. If balanced mechanical systems are to
be considered, a significant, research based, re-design effort is
required with larger ductwork and openings to avoid high air velocity
and in-room mixing ventilation dynamics which currently can defeat
the purpose of ventilation by increasing the concentrations and the
range of the infectious particles. It has also been demonstrated that
the use of filters can prove detrimental when not properly main-
tained and regularly cleaned or changed. On the other hand, the use
of mouth and nose covering, such as 3 ply masks for example, directly
impact the quantity of droplets and particles emitted by the occu-
pants in the indoor volume. In practice, the constant use of these
masks can reduce the comfort level of the occupants and may be diffi-
cult to enforce in high occupancy buildings since it relies on the coop-
eration of each individual and following procedures. Whereas, the
implementation of a natural displacement ventilation systems pas-
sively offers an additional form of transmission risk reduction.

Two Ventive natural displacement ventilation systems were cho-
sen for study using CFD simulations. The large air volume combined



Fig. 29. CO2 mass fraction for, top: Ventive Active, Bottom: Ventive Windhive.
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with low airflow speed allow sufficient quantities of fresh air to be
supplied into the space, distributing evenly through the bottom of
the room and gradually displacing the stale air to the top of the space
thanks to the buoyancy-driven stack effect. The advantages of this
type of ventilation strategy are that it can significantly reduce the
risk of airborne disease transmission. It provides large volume venti-
lation at low air speed, which facilitates a stratification effect. This
stratification effect along with the appropriate placement of air inlets
and outlets allow a natural and almost universal upward flow of air
to the top of the room and out through the appropriate exhaust vents.
This restricts the horizontal movement of airborne particles which
contain pathogens that are produced when infected individuals
breath, speak or cough, capturing the smaller droplets to migrate
almost upwards, while allowing larger droplets to fall out of breath-
able level air, vastly reducing the risk of disease transmission via
indoor air. The large volume of fresh air supplied into rooms lowers
the concentration of other contaminants in the room and increases
the IAQ to desired levels. As an added benefit, in both closely studied
systems, the heat recovery capability and dynamic, connected con-
trols both increase comfort levels, making the high air refresh rate
more bearable for occupants, and enable remote adaptation of venti-
lation provision, which improves the response of facilities managers
to risk levels.

7. Conclusion

Building Services of high occupancy buildings must be better
adapted as a matter of urgency to facilitate the reduction of disease
transmission resulting from inappropriate or inadequate ventilation.
The COVID-19 pandemic has exposed areas requiring urgent devel-
opment to protect both our health, wellbeing and the economy by
providing safe indoor environments for employees or students. This
paper has demonstrated possible routes for indoor disease transmis-
sion, the mechanisms in which diseases can spread, facilitated by
conventional ventilation systems, the gaps in current knowledge and
technologies and areas of interest for future research and develop-
ment. Although many cases of disease transmission can be reduced
by social distancing or wearing the recommended PPE, the air sur-
rounding us indoors requires much better management to safely
remove air borne pathogens. Many of the current ventilation strate-
gies that rely on centralised air distribution and ceiling level supply
or recirculation can provide the optimum conditions for rapid disease
spread in high occupancy buildings. On the other hand, displacement
ventilation strategies, such as the natural ventilation or naturally
assisted ventilation explored above, can provide an effective starting
point for reclaiming our buildings for safe use. However, significant
gaps remain in the knowledge needed for the development of more
personalised ventilation mechanisms at an economic level to allow
for adaptation of already installed ventilation systems to help miti-
gate the risk of infections in existing buildings.
Declaration of Competing Interest

None.
References

[1] World Health Organization, Coronavirus Disease (COVID-2019) Situation Reports,
2020 https://www.who.int/emergencies/diseases/novel-coronavirus-2019/situa-
tion-reports/ (accessed May 21, 2020).

[2] D. Wang, M. Zhou, X. Nie, W. Qiu, M. Yang, X. Wang, T. Xu, Z. Ye, X. Feng, Y. Xiao,
W. Chen, Epidemiological characteristics and transmission model of Corona Virus
Disease 2019 in China, J. Infect. 80 (2020) e25–e27, doi: 10.1016/j.jinf.2020.03.008.

[3] C.C. Leung, T.H. Lam, K.K. Cheng, Mass masking in the COVID-19 epidemic: people
need guidance, Lancet 395 (2020) 945, doi: 10.1016/S0140-6736(20)30520-1.

[4] G. Advice, H. Care, Advice-on-the-Use-of-Masks-2019-Ncov, (2020) 1�2.
[5] R. Mittal, R. Ni, J.-.H. Seo, The Flow Physics of COVID-19, (2020) 1�14. doi:

10.1017/jfm.2020.330.
[6] L. Morawska, G.R. Johnson, Z.D. Ristovski, M. Hargreaves, K. Mengersen,

S. Corbett, C.Y.H. Chao, Y. Li, D. Katoshevski, Size distribution and sites of origin of

https://www.who.int/emergencies/diseases/novel-coronavirus-2019/situation-reports/
https://www.who.int/emergencies/diseases/novel-coronavirus-2019/situation-reports/
http://dx.doi.org/10.1016/j.jinf.2020.03.008
http://dx.doi.org/10.1016/S0140-6736(20)30520-1
https://doi.org/10.1017/jfm.2020.330


T. Lipinski et al. / International Journal of Thermofluids 7�8 (2020) 100045 23
droplets expelled from the human respiratory tract during expiratory activities, J.
Aerosol Sci. 40 (2009) 256–269, doi: 10.1016/j.jaerosci.2008.11.002.

[7] S. Asadi, N. Bouvier, A.S. Wexler, W.D. Ristenpart, The coronavirus pandemic and
aerosols: does COVID-19 transmit via expiratory particles? Aerosol Sci. Technol.
(2020), doi: 10.1080/02786826.2020.1749229.

[8] G.M. da Silvia, An Analysis of the Transmission Modes of COVID-19 in Light of the
Concepts of Indoor Air Quality, (2020) 1�12. doi: 10.13140/RG.2.2.28663.78240.

[9] J.W. Tang, Y. Li, I. Eames, P.K.S. Chan, G.L. Ridgway, Factors involved in the aerosol
transmission of infection and control of ventilation in healthcare premises, J.
Hosp. Infect. 64 (2006) 100–114, doi: 10.1016/j.jhin.2006.05.022.

[10] J.C. Luongo, K.P. Fennelly, J.A. Keen, Z.J. Zhai, B.W. Jones, S.L. Miller, Role of
mechanical ventilation in the airborne transmission of infectious agents in build-
ings, Indoor Air 26 (2016) 666–678, doi: 10.1111/ina.12267.

[11] Y. Li, X. Huang, I.T.S. Yu, T.W. Wong, H. Qian, Role of air distribution in SARS trans-
mission during the largest nosocomial outbreak in Hong Kong, Indoor Air 15
(2005) 83–95, doi: 10.1111/j.1600-0668.2004.00317.x.

[12] I.T.S. Yu, Y. Li, T.W. Wong, W. Tam, A.T. Chan, J.H.W. Lee, D.Y.C. Leung, T. Ho, Evi-
dence of airborne transmission of the severe acute respiratory syndrome virus, N.
Engl. J. Med. 350 (2004) 1731–1739, doi: 10.1056/NEJMoa032867.

[13] S.D. Judson, V.J. Munster, Nosocomial transmission of emerging viruses via aero-
sol-generating medical procedures, Viruses 11 (2019), doi: 10.3390/v11100940.

[14] C. Iddon, A. Hathaway, S. Fitzgerald, CIBSE COVID-19 Ventilation Guidance, (2020).
[15] M. Cascella, M. Rajnik, A. Cuomo, S.C. Dulebohn, R. Di Napoli, Features, Evaluation

and Treatment Coronavirus (COVID-19)., in: Treasure Island (FL), 2020.
[16] R.A. Hobday, S.J. Dancer, Roles of sunlight and natural ventilation for controlling

infection: historical and current perspectives, J. Hosp. Infect. 84 (2013) 271–282,
doi: 10.1016/j.jhin.2013.04.011.

[17] J.P. DUGUID, The size and the duration of air-carriage of respiratory droplets and
droplet-nuclei, Epidemiol. Infect. (1946) 471–479.

[18] Z.Y. Han, W.G. Weng, Q.Y. Huang, Characterizations of particle size distribution of
the droplets exhaled by sneeze, J. R. Soc. Interface 10 (2013), doi: 10.1098/
rsif.2013.0560.

[19] C.P. Cummins, O.J. Ajayi, F.V. Mehendale, R. Gabl, I.M. Viola, The dispersion of
spherical droplets in source�sink flows and their relevance to the COVID-19 pan-
demic, Phys. Fluids 32 (2020) 083302, doi: 10.1063/5.0021427.

[20] C. Chao, M.-.P. Wan, L. Morawska, G. Johnson, Z. Ristovski, M. Hargreaves,
K. Mengersen, C. Steve, Y. Li, X. Xie, D. Katoshevski, Characterization of expiration
air jets and droplet size distributions immediately at the mouth opening, J. Aero-
sol Sci. 40 (2009), doi: 10.1016/j.jaerosci.2008.10.003.

[21] L. Morawska, J. Cao, Airborne transmission of SARS-CoV-2: the world should face
the reality, Environ. Int. 139 (2020) 105730, doi: 10.1016/j.envint.2020.105730.

[22] World Health Organization, Modes of Transmission of Virus Causing COVID-19,
(2020) 19�21. doi: 10.1056/NEJMc2004973.Cheng.

[23] A. Arturo, A.C. Ramos, A.A. Pina, A. Alastuey, Epidemiology, Virology, and Clinical
Features of Severe Acute Respiratory Syndrome - Coronavirus-2, 2 (2011) 1�23.
doi: 10.5094/APR.2011.046.

[24] L. Ferretti, C. Wymant, M. Kendall, L. Zhao, A. Nurtay, L. Abeler-D€orner, M. Parker,
D. Bonsall, C. Fraser, Quantifying SARS-CoV-2 transmission suggests epidemic
control with digital contact tracing, Science (80-) 6936 (2020) eabb6936, doi:
10.1126/science.abb6936.

[25] J. Kurnitski, A. Boerstra, F. Franchimon, L. Mazzarella, J. Hogeling, F. Hovorka, O.
Sepp€anen, How to Operate and Use Building Services in Order to Prevent the
Spread of the Coronavirus Disease (COVID-19) Virus (SARS-CoV-2) in Workpla-
ces., 2020 (2020) 1�6.

[26] M. Nicas, W.W. Nazaroff, A. Hubbard, Toward understanding the risk of secondary
airborne infection: emission of respirable pathogens, J. Occup. Environ. Hyg. 2
(2005) 143–154, doi: 10.1080/15459620590918466.

[27] L. Patients, D. Taylor, A.C. Lindsay, J.P. Halcox, Aerosol and surface stability of
SARS-CoV-2 as compared with SARS-CoV-1, N. Engl. J. Med. (2020) 0–3.

[28] G. Correia, L. Rodrigues, M. Gameiro da Silva, T. Gonçalves, Airborne route and bad
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